
AQD #80 "D" TRAIN CALCINER

Year   

2001

Maximum 

Number of 

Data Points           

(Days in 

monthx24x10)

Number of 

Unit 

Operating 

Data 

Points

Number of 

Unit Down 

Data Points

Number of 

Monitor Out 

of Service/       

Calibrations

Number of 

Readings 

<=20%

Number of 

Readings 

>20%

Standard 

Deviation

Average 

Monthly 

Opacity

Maximum  

Opacity

Minimum  

Opacity

Check 

Column           

Readings 

G,H

Check 

Column           

Out of 

Service  

F,E

Total  Should 

Match Column 

C

Number Percent Number Percent Number Percent Number Percent

Mar 7440 7440 0 201 7238 1 1.13 1.6% 23.3% 0.0% 7098 98.05% 118 1.63% 12 0.17% 10 0.14% 7239 201 7440 OK

Apr 7200 2482 4718 64 2418 0 0.83 1.9% 15.6% 1.0% 2362 97.68% 42 1.74% 13 0.54% 1 0.04% 2418 4782 7200 OK

May 7440 4641 2799 116 4504 21 3.19 2.2% 74.6% 1.3% 4431 97.92% 69 1.52% 2 0.04% 2 0.04% 4525 2915 7440 OK

Jun 7200 1340 5860 30 1310 0 0.29 0.5% 7.2% 0.0% 1309 99.92% 1 0.08% 0 0.00% 0 0.00% 1310 5890 7200 OK

Jul 7440 5253 2187 142 5111 0 0.34 0.8% 10.2% 0.1% 5108 99.94% 2 0.04% 1 0.08% 0 0.00% 5111 2329 7440 OK

Aug 7440 710 6730 18 692 0 0.48 1.2% 11.4% 0.6% 690 99.71% 1 0.14% 1 0.14% 0 0.00% 692 6748 7440 OK

Sep 7200 4230 2970 107 4121 2 2.07 1.1% 83.6% 0.0% 4093 99.27% 21 0.51% 4 0.10% 3 0.07% 4123 3077 7200 OK

TOTAL 51360 26096 25264 678 25394 24 1.3% 83.6% 0.0% 25091 98.71% 254 1.00% 33 0.13% 16 0.06%
<= 10% 25418 25942 51360 OK
<= 15%

<= 20%    

AQD #82 "D" TRAIN DRYER  

Year   

2001

Maximum 

Number of 

Data Points           

(Days in 

monthx24x10)

Number of 

Unit 

Operating 

Data 

Points

Number of 

Unit Down 

Data Points

Number of 

Monitor Out 

of Service/       

Calibrations

Number of 

Readings 

<=20%

Number of 

Readings 

>20%

Standard 

Deviation

Average 

Monthly 

Opacity

Maximum  

Opacity

Minimum  

Opacity

Check 

Column           

Readings 

G,H

Check 

Column           

Out of 

Service  

F,E

Total  Should 

Match Column 

C

Number Percent Number Percent Number Percent Number Percent

Apr 7200 6416 784 162 6156 98 8.76 3.4% 98.0% 1.4% 5863 93.75% 222 3.55% 52 0.83% 19 0.30% 6254 946 7200 OK

May 7440 6414 1026 189 6222 3 1.24 2.8% 90.5% 2.2% 6199 99.58% 21 0.34% 2 0.03% 0 0.00% 6225 1215 7440 OK

Jun 7200 6957 243 184 6766 7 1.57 3.0% 90.9% 1.8% 6753 99.70% 11 0.24% 1 0.02% 1 0.02% 6773 427 7200 OK

Jul 7440 7430 10 186 7225 19 3.39 3.8% 97.8% 2.4% 7077 97.69% 138 1.91% 8 0.11% 2 0.03% 7244 196 7440 OK

Aug 7440 7154 286 180 6799 175 11.98 6.4% 97.9% 0.0% 6514 93.40% 248 3.56% 18 0.26% 19 0.27% 6974 466 7440 OK

Sep 7200 7200 0 187 6953 60 3.69 2.9% 97.3% 1.5% 6855 97.75% 57 0.81% 19 0.27% 22 0.31% 7013 187 7200 OK

Oct 7440 7429 11 206 7177 46 5.88 3.4% 97.6% 1.7% 6816 94.37% 265 3.67% 70 0.97% 26 0.36% 7223 217 7440 OK

TOTAL 51360 49000 2360 1294 47298 408 3.7% 98.0% 0.0% 46077 96.59% 962 2.02% 170 0.36% 89 0.19%
47706 3654 51360 OK

The raw data for this is in the 2001 CEM file

pph M5/202 %Opacity
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AQD #80, "D" Train Calciner, Calciner #4

monitor

readings unit down outage or available readings percent average std dev Ave+3std readings <= 5% readings >5 <= 10% readings >10 <= 15% readings >15 <= 20%

2001 possible calib/audit readings <= 20% <= 20% <= 20% <= 20% number percent number percent number percent number percent

Mar 7440 0 201 7239 7238 99.99 1.62 1.1 4.92 7098 98.07 118 1.63 12 0.17 10 0.14 100.00

Apr 7200 4718 64 2418 2418 100.00 1.93 0.83 4.42 2362 97.68 42 1.74 13 0.54 1 0.04 100.00

May 7440 2799 116 4525 4504 99.54 2.03 0.8 4.43 4431 98.38 69 1.53 2 0.04 2 0.04 100.00

Jun 7200 5860 30 1310 1310 100.00 0.53 0.29 1.4 1309 99.92 1 0.08 0 0.00 0 0.00 100.00

Jul 7440 2187 142 5111 5111 100.00 0.8 0.34 1.82 5108 99.94 2 0.04 1 0.02 0 0.00 100.00

Aug 7440 6730 18 692 692 100.00 1.21 0.48 2.65 690 99.71 1 0.14 1 0.14 0 0.00 100.00

Sep 7200 2970 107 4123 4121 99.95 1.05 0.95 3.9 4093 99.32 21 0.51 4 0.10 3 0.07 100.00

Totals 51,360 25,264 678 25,418 25,394 25,091 254 33 16

Weighted Average 99.91 98.81 1.00 0.13 0.06 100.00

Cummulative 99.81 99.94 100.00

AQD #82, ""D" Train Dryer, Dryer #6

monitor

readings unit down outage or available readings percent average std dev Ave+3std readings <= 5% readings >5 <= 10% readings >10 <= 15% readings >15 <= 20%

2001 possible calib/audit readings <= 20% <= 20% <= 20% <= 20% number percent number percent number percent number percent

Apr 7200 784 162 6254 6156 98.43 2.61 1.6 7.41 5863 95.24 222 3.61 52 0.84 19 0.31 100.00

May 7440 1026 189 6225 6222 99.95 2.77 0.31 3.7 6199 99.63 21 0.34 2 0.03 0 0.00 100.00

Jun 7200 243 184 6773 6766 99.90 2.96 0.57 4.67 6753 99.81 11 0.16 1 0.01 1 0.01 100.00

Jul 7440 10 186 7244 7225 99.74 3.61 0.79 5.98 7077 97.95 138 1.91 8 0.11 2 0.03 100.00

Aug 7440 286 180 6974 6799 97.49 4.61 0.88 7.25 6514 95.81 248 3.65 18 0.26 19 0.28 100.00

Sep 7200 0 187 7013 6953 99.14 2.58 1.13 5.97 6855 98.59 57 0.82 19 0.27 22 0.32 100.00

Oct 7440 11 206 7223 7177 99.36 3.01 1.62 7.87 6816 94.97 265 3.69 70 0.98 26 0.36 100.00

Totals 51,360 2,360 1,294 47,706 47,298 46,077 962 170 89

Weighted Average 99.14 97.42 2.03 0.36 0.19 100.00

Cummulative 99.45 99.81 100.00

Solvay Minerals CT-1347 Condition 12 July  2003

SOLVAY2016_1.4_002059




